880 FIRE AND OTHER ALARM SYSTEMS

This basic category includes separate integral signal systens such as fire
alarm watch reporting, and security. Tel ephone reporting systens are planned
with telephone systems (see Code 130).

880 10 FIRE ALARM SYSTEM (BX)

Fire alarm systens are of two general types: exterior systems and inter-
ior systenms. Exterior systems normally have alarminitiating devices out-
side buildings, but may have conponents within buildings. Interior sys-
tems service a single building or group of buildings and nmay be connected
to an exterior system

Exterior Fire Reporting Facilities.

Exterior fire reporting systens of either telegraphic radio or supervised
tel ephonic types are authorized for installation in built-up areas at m|-
itary installations. The type of system selected for use shall be estab-
lished on the basis of dependability, initial cost, and ability to main-
tain the systemin operating condition. Extension of fire reporting sys-
tems will require consideration of conpatibility with existing equipment.
Fire reporting facilities will not normally be provided at isolated snall
areas, ammunition and ordnance storage, and simlar restricted areas where
personnel are not generally present to detect fires.

Interior Fire Reporting Facilities.

Automatic Fire Alarm Systems. Automatic fire detection and al arm systens
are authorized for installation in:

1. Bui | dings, for protection of life, or in isolated and/or inpor-
tant facilities where autonmatic sprinkler protection would nornmally be
provided but is not economically or technically feasible.

2. Conbusti bl e buildings used for the confinement of military pris-
oners where automatic sprinklers, nornally provided, cannot be made avail -
abl e.

3. Combusti bl e buildings of hospital groups and specific areas of
nonconbusti bl e buildings of hospital groups, where autonatic sprinklers
are not provided.

4, One and two-story conbustible dormtory-type living quarters,
including bachelor officers' quarters, guesthouses, nurses' quarters,
civilian dormitories, and similar buildings used for sleeping purposes.

Manual Fire Alarm Systens. Mnual fire and evacuation alarns are author-
ized for installation in:

1. Barracks, dormitories, bachelor officers' quarters and simlar

sl eeping quarters, involving 20 or nore persons not otherw se provided
with automatic fire detection alarms.
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2. Conbusti bl e buildings used for confinement of mlitary prisoners,
not ot herw se provided with automatic sprinkler or automatic fire detec-
tion systens.

3. Bui | di ngs invol ving personnel occupancy such as admnistration,
cl ubs, schools, classroons, hospitals, |laboratories, industrial and sim-
[ar structures. Nornally, such buildings having an occupancy of 20 or
more persons will be provided with this type of alarm system

See NAVFAC DM 8, Fire Protection Engineering, for technical design information.

880 20 WATCH REPORTING SYSTEM (BX)

A wat ch reporting system provides a nethod for the non-automatic detection
of fire and for security protection throughout designated areas, build-
ings, and structures. The watch reporting system provides |ocal alarns
and central station alarms to building occupants and to station security
and firefighting personnel. Wtch reporting systens are planned on the
basis of engineering surveys to determ ne the degree of fire protection
and security required. See NAVFAC DM 4, Electrical Engineering, for tech-
ni cal design infornation.

880 30 AIR RAID ALARM SYSTEMS (EA)

Air raid alarm systens shall be planned for all Navy installations and
shall be conplete and self-operational. The system shall be coordinated
with local civil defense authorities, and follow their directives. Horns
of high-power type shall be used as signal devices. Their |ocations shall
be coordinated with structures and buildings, to spread audible signals
evenly and with enough intensity to be heard over a whole area or activity.

880 40 AIR CRASH/ALERT (EA)

No planning criteria are currently available.

NAVFAC P-80 880 Series Posted Mar 98



